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E. Estruch-Juan , E. Cabrera Jr. , E. Gómez and R. del TesoABSTRACTWater infrastructures are rapidly ageing without being properly replaced. Communicating the state of
the network and the sector’s needs to stakeholders is key for guaranteeing the sustainability of water
and sewage systems. The infrastructure value index (IVI) is becoming a standard in the water industry
as a communication tool; however, as a single value metric, it can mask key information.
The complementary use of the infrastructure degradation index (IDI) and the infrastructure histogram
(Hi) can provide a better understanding of the network’s state while maintaining the simplicity of the
analysis needed for public dissemination. The IVI is focused on the value of the infrastructure, the IDI
on its median remaining life. The HI provides a detailed but simple picture of the network’s remaining
life, providing a clear idea of the magnitude of the investments needed in the future for maintaining
the infrastructure.
Key words | infrastructure degradation index (IDI), infrastructure histogram (HI), long-term planning,
stakeholders’ communication, water servicesHIGHLIGHTS
• Communicating the state of the network and the investment needs to stakeholders is key for
guaranteeing the long-term sustainability of water and sewage systems.
• Communication with stakeholders requires effective and intuitive tools.
• The combination of the infrastructure value index (IVI) and the infrastructure degradation index
(IDI) allows for a deeper comprehension of the network state and its rehabilitation needs.
• The infrastructure histogram (HI) allows the analysis of the impact on the previous renovation
strategies and forecasts the future needs in renovation.
• The sustainability of water infrastructures will only be reached if stakeholders recognise the
importance of investing in water infrastructures following a strategic asset management
approach.doi: 10.2166/ws.2020.170
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E-mail: maesjua1@ita.upv.esINTRODUCTIONWater infrastructures are capital intensive and are designed
for a long operational life (Alegre & Covas ). They are
also generally buried, making the diagnosis of their state
difficult and increasing their rehabilitation costs. The need
of strategic asset management has become crucial for
water supply and sewage utilities as infrastructures aregradually ageing without being properly replaced or rehabi-
litated (ASCE ). If the rehabilitation rates and approach
of this issue do not change, then the water services could
collapse in the medium to long term, as stated by
H. Alegre (Nottarp-heim et al. ). It is therefore urgent
that this issue is addressed.
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service (AWWA ). They have been in service for decades
and the time to reinvest has arrived. However, customers are
not aware of the elevated capital cost of the water services
and, because they are hidden and the service is maintained,
stakeholders are not aware of the criticality of their state
(AWWA ). Finally, the fact that tariffs seldom cover capital
costs (Pulido-Veláquez et al. ) make it difficult to reinvest
in the network in order to maintain the quality of the service.
The water sector has a reactive attitude, in general,
towards the infrastructure maintenance and renovation.
This behaviour has severe consequences, such as the fact
that the 40% of the European water networks need to be
rehabilitated (Frost & Sullivan ) and that there is a
requirement for the increasing renovation of the US water
sector (ASCE ). There is a need to shift to a proactive
point of view by using infrastructure asset management
(IAM). Asset management could be described as the ‘coordi-
nated activity of an organisation to realise value from assets’
as defined by the ISO 55000 standard (ISO a, b,
c). This is a broad concept that comprises all the
assets an organisation has, and when the focus is on
physical assets, then the term to IAM is used (Alegre &
Coelho ).
In order to revert from this critical situation, it is
essential to find the proper communication tools. The infra-
structure value index (IVI) (Alegre ) is an index that
reflects the rehabilitation needs of a network. This index
summarises in a single value the state of the infrastructure
given a specific moment in time. It simulates future
scenarios that differ in the rehabilitation strategies
implemented, and is a powerful long-term planning tool
(Alegre Vitorino & Coelho ). In addition, it is a useful
communication tool for stakeholders because it is easy
and intuitive to interpret (Alegre et al. ; Alegre Vitorino
& Coelho ). It can be calculated as follows:











where t is the reference year when the index is calculated; N
is the total number of assets considered; rci,t is the cost of the://iwaponline.com/ws/article-pdf/20/7/2762/788402/ws020072762.pdf
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the year t; and euli,t is the expected useful life of asset i.
The expected useful life of an asset is the average life for
an asset since its moment of installation. This value depends
on the asset’s characteristics and working conditions. The
residual useful life is the remaining life the asset is expected
to have and is calculated as the expected useful life minus
the actual age of the asset in the moment of the calculation.
This tool provides a value between 0 and 1. An IVI of 0
means that the infrastructure has no value left. A value of 1
belongs to a completely new infrastructure. Ideally, IVI
values for a mature and well-maintained infrastructure
should be between 0.4 and 0.6. Values over 0.6 belong to
new infrastructures, old infrastructures in a growing phase
or over-invested infrastructures. Values lower than 0.4
belong to old infrastructures with urgent need of rehabilita-
tion (Alegre & Covas ).
IVI is a relatively new tool, with roughly 10 years
of existence. However, due to the aforementioned benefits, it
has been adopted by a significant number of utilities, especially
in Europe. For instance, it has been included in the perform-
ance indicators system of the Portuguese water and waste
regulator, ERSAR (ERSAR ). In Spain, the Spanish
Water Utilities Association (AEAS) has included this tool in
their new IAM manual of best practices (AEAS ).
However, IVI may not be enough, as a single metric, to
assess the condition of the network. This work presents
two supplementary tools, the infrastructure degradation
index (IDI) and the infrastructure histogram (HI), in order
to obtain a more complete overview of the network’s state
and improve communication with stakeholders, without
losing the simplicity of the IVI.INFRASTRUCTURE DEGRADATION INDEX
The IDI represents the average remaining life of the network
weighted by length (Cabrera Jr. et al. ). Remaining life
is expressed as the expected working life minus the age of
the pipe. It is expressed in years and provides a sense of
urgency in network renovation. This index considers all
pipes in the calculation, even those that have already
exceeded their expected life but are still in service, regard-
less of whether they expired 5 or 25 years ago. The IDI is
2764 E. Estruch-Juan et al. | Improving the communication with stakeholders: IDI and HI Water Supply | 20.7 | 2020
Downloaded fr
by UNIVERSID
on 18 October calculated as follows:
Infrastructure Degradation Index (t) ¼
PN
i¼1 Li × ruli,tPN
i¼1 Li
(2)
where t is the reference year when the index is calculated; N
is the total number of pipes considered; Li is the length of
the pipe i, ruli,t is the residual life of the pipe i in the year
t. If a pipe has expired its life, ruli,t will be negative and
will account for the amount of time the residual life of the
pipe has been exceeded.
IDI values can be either positive or negative. The maxi-
mum value for IDI would be expected when a network is
completely new. In this case, IDI would be the mean
expected life of new materials, weighted by length. Values
of a well-maintained average network would be between
25–30 years, which coincide with half of the expected
remaining life of the materials installed.
If IDI is equal to zero, this means that the average
weighted residual life of the network is zero. In this situ-
ation, although there can be completely new pipes, the
weight of those with an expired working life is more
important, making the balance zero. This situation is
not recommended because it suggests that the renovation
needs are urgent and cannot be postponed. In this situation,
not renewing the network entails a serious risk in the quality
of the service and its sustainability. Negative values of IDI
would further increase this problem.
The life expectancy of a pipe depends of several factors,
such as material, diameter, working condition, soil character-
istics, etc. Therefore, the life expectancy depends, on the one
hand, on the pipe’s characteristics and, on the other, on the
utility’s context. It is recommended that life expectancy
values are estimated from the utility’s historic registers because
the IDI measure will be more accurate. Unfortunately, these
data are seldom available, and thus values are obtained from
the published literature (ISO ; Covas et al. ).
An interesting feature of this tool is that it includes
the length of those pipes with their expected life expired.
However, in IVI calculations an asset with its expected life
expired has a cost of zero, regardless of when this asset
expired because the tool is focused on the cost of the infra-
structure. Therefore, IVI detects the percentage of network
expired, but it is unable to detect if these pipes expired 2 orom http://iwaponline.com/ws/article-pdf/20/7/2762/788402/ws020072762.pdf
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202120 years ago. From a mathematical point of view, the IVI
value would be the same. IDI is better at assessing networks
with assets that should have been replaced long ago.
The consequence of this fact is that the sensibility of IDI
is constant during time. However, IVI loses sensibility when
approaching lower values of the index (below 0.40) because
the line becomes quasi-asymptotic towards values of IVI¼
0. This occurs because in IVI calculation, pipes with expired
life are zero in the numerator of the IVI equation. Therefore,
the tendency of the IVI changes and its slope becomes close
to an asymptotic line, decreasing slowly towards zero.
The IDI aims to complement the IVI as a public com-
munication tool. IDI is focused on time and gives a sense
of urgency for renovation expressed in years. IVI is focused
on value. The joint analysis of both indices provides a more
complete picture of the state of the infrastructure, while
maintaining the simplicity of the tools.THE INFRASTRUCTURE HISTOGRAM (HI)
The HI represents detailed information about the network
state in a simple and intuitive way. This tool represents the
remaining life of all pipes in the network classified by
their percentage in length. Figure 1 displays an HI. The hori-
zontal axis shows the remaining life of pipes. The bars
represent the length of pipes in percentages, classified by
their expected life. Finally, the grey area highlights pipes
with an expired estimated life (negative values of remaining
life). This chart allows for a quick assessment of the state of
the network and the urgency of the renovation strategy.
The flatter the HI, the better the network is managed
because it means that reinvestments will be constant over
time. Peaks in the HI could indicate high investment periods
where significant parts of the infrastructure was built. Large
peaks are therefore undesirable because they point out
important punctual reinvestments. Isolated peaks could also
point to data lagoons, especially in old networks with signifi-
cant uncertainty concerning when the pipes were laid out. In
these cases, it was usual to estimate an age for them.
The HI of the network displayed in Figure 1 shows a
network without large peaks of investment. This network
has an IVI of 0.35 and an IDI of 19.70 years, which indicate
a network in poor condition.
Figure 1 | The HI.
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than the values expected in a well-maintained network (25–
30 years) and therefore needs some renovation. The IVI is,
nevertheless, in the undesired area (lower than 0.40). In
this case, the low IVI value might be misleading because
of the materials that constitute the network. This network
is mainly built using materials with a long-life expectancy,
such as ductile iron. The IVI is calculated as a cost-based
ratio between the remaining life and the expected life. The
network in Figure 1 still has almost 20 years left in average
(IDI value), but the IVI value is low (as the denominator is
quite large due to the large life-expectancy of materials).
A closer look to the figure explains why the network is
in poor condition: it has a section with its life already
expired although, it is not a large percentage. However,
what does decrease the value of both IVI and IDI indices
is the percentage of pipes that is about to expire.
As has been demonstrated, the IVI and IDI values pro-
vide a good starting point in assessing the network’s state,
and the HI complements both tools.
HI can be further improved by showing groups of pipes
with a selected diameter range or material, as shown in
Figures 2 and 3. This option enables a deeper analysis
where the criticality of the infrastructure can be further ana-
lysed. For instance, it is important to locate large diameters://iwaponline.com/ws/article-pdf/20/7/2762/788402/ws020072762.pdf
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cement, that are expensive to replace.
The detailed histograms are useful tools for stakeholders’
communication because they allow easy interpretation and
analysis of the specific network state and its investment
needs. They also enable investigation of the different factors
(type of material, range of diameters, etc.) that are involved
in the renovation strategy.CONCLUSIONS
This work analyses the use of three tools to improve com-
munication with stakeholders concerning the state of the
network and its rehabilitation needs.
The IVI is focused on the investment needs, whereas the
IDI emphasises the state of the infrastructure and the
urgency of the intervention. The combination of these two
indices allows a deeper comprehension of the network state.
The HI provides a further in-depth analysis and
increases the information given by the two previous
measures. It analyses the impact of the previous renovation
strategies and forecasts the future needs in renovation. This
tool classifies the network by its remaining life and details
the length of pipes of a specific material or diameter. Both
Figure 2 | The infrastructure histogram displaying the length of pipes with a diameter bigger than 1,000 mm;.
Figure 3 | The infrastructure histogram displaying the length of pipes made from asbestos cement.
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selected renovation strategies.
The potential use of these three tools is broad. They
could be used, for instance, in benchmarking projects to
assess the sustainability of the water networks and promote
their improvement and excellence. Other uses could be asom http://iwaponline.com/ws/article-pdf/20/7/2762/788402/ws020072762.pdf
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infrastructures. In fact, the Portuguese Water and Waste
Regulator (ERSAR) is currently using the IVI in its sunshine
regulation initiative (ERSAR ).
IVI, IDI and HI allow stakeholders to understand, in a
simple manner, the magnitude of the problem. They will
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ture asset management. The sustainability of water
infrastructures will be only reached if stakeholders recognise
the importance of investing in water infrastructures and
follow a strategic asset management approach. It is
important to bear in mind that these tools are for communi-
cation and do not intend to substitute detailed analysis of
performance, risk and costs.ACKNOWLEDGEMENTS
The authors would like to express their gratitude to
Baseform Labs for providing real data used for the
validation of these two new tools, IDI and HI.DATA AVAILABILITY STATEMENT
All relevant data are included in the paper or its Supplemen-
tary Information.REFERENCESAEAS (Asociación Española de abastecimientos de agua y
saneamiento)  Guía Técnica para la gestión de activos en
redes de abastecimiento. [Technical Guide for Water Supply
Networks Asset Management].
Alegre, H.  Gestão patrimonial de infra-estruturas de
abastecimento de água e de drenagem e tratamento de águas
residuais. [Infrastructure Asset Management for Water Supply
and Wastewater Systems]. LNEC, Lisbon. https://doi.org/
978-972-49-2134-1.
Alegre, H. & Coelho, S. T.  Infrastructure Asset Management
of Urban Water Systems. In: Water Supply System Analysis –
Selected Topics. INTECH, p. 450. https://doi.org/10.5772/
51895.
Alegre, H. & Covas, D.  Guia Técnico 16. Gestão patrimonial
de infra-estruturas de abastecimento de água Uma
abordagem centrada na reabilitação. [Infrastructure Asset
Management of Urban Water Systems. An Approach Focused
on Rehabilitation]. Entidade Reguladora dos Serviços de
Águas e Resíduos (ERSAR), Laboratório Nacional de
Engenharia Civil (LNEC), & Instituto Superior Técnico
(IST), Lisbon. https://doi.org/304814/10.://iwaponline.com/ws/article-pdf/20/7/2762/788402/ws020072762.pdf
LITECNICA vALENCIA userAlegre,H., Vitorino,D.&Coelho, S.  Infrastructure value index: a
powerful modelling tool for combined long-term planning of
linear and vertical assets. Procedia Engineering 89, 1428–1436.
https://doi.org/10.1016/j.proeng.2014.11.469.
ASCE  Failure to Act: The Economic Impact of Current
Investment Trends in Water and Wastewater Treatment
Infrastructure. Retrieved from http://www.asce.org/
uploadedFiles/Infrastructure/Failure_to_Act/
energy_report_FINAL2.pdf
AWWA  Buried No Longer: Confronting America’s Water
Infrastructure Challenge.
Cabrera Jr, E., Estruch-Juan, E., Gómez, E. & del Teso, R. 
Defining complementary tools to the IVI. The infrastructure
degradation index (IDI) and the infrastructure histogram
(HI). Urban Water Journal 16 (5). https://doi.org/10.1080/
1573062X.2019.1669195.
Covas, D., Cabral, M., Pinheiro, A., Marchionni, V., Antunes, S.,
Lopes, N., Mamouros, L. & Brôco, N.  Guia Técnico 23.
Custos de Construção de Infraestruturas Associadas ao Ciclo
Urbano da Agua. [Technical Guide 23. Infrastructure
Construction Costs Associated with the Urban Water Cycle.].
IST and ERSAR, Lisbon.
ERSAR  Guia Técnico 22. Guia de Avaliação da Qualidade
dos Serviços de águas E Resíduos Prestados aos Utilizadores.
[Guide for the Assessment of the Quality of the Water and
Wastewater Urban Services]. Entidade Reguladora dos
Serviços de Águas e Resíduos (ERSAR), Lisbon.
Frost & Sullivan  Western European Water and Wastewater
Utilities Market. https://store.frost.com/western-european-
water-and-wastewater-utilities-market.html#section1.
ISO a ISO 55000 Asset Management – Overview, Principles
and Terminology. International Organization for
Standardization, Genebra.
ISO b ISO 55001 Asset Management – Management Systems:
Requirements. International Organization for
Standardization, Genebra.
ISO c ISO 55002 Asset Management – Management Systems:
Guidelines for the Application of ISO 55001. International
Organization for Standardization, Genebra.
ISO  Annex B ISO 24516 Guidelines for the Management of
Assets of Water Supply and Wastewater Systems – Part 1:
Drinking Water Distribution Networks. International
Organization for Standardization, Genebra.
Nottarp-heim, D., Merkel, W., Alegre, H., Hein, A. & Gormley, A.
 Transition to Sustainable Urban Water Services of
Tomorrow: A Handbook for Policy Makers. TRUST Manual
of Best Practice, Vol. 2. Retrieved from: https://riunet.upv.es/
handle/10251/49396
Pulido-Veláquez, M., Cabrera, E. & Garrido, A.  Economía del
agua y gestión de recursos hídricos. [Water economics and
water resources management]. Ingeniería Del Agua 18 (1),
99–110. https://doi.org/10.4995/ia.2014.3160.First received 9 January 2020; accepted in revised form 15 July 2020. Available online 29 July 2020
